Appendix G

Marshall Gifted Magnet
April 21, 2011
Note: This accessibility report is not intended to be a comprehensive
report and includes only a sample of nonaccessible items and elements.
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Main Entrance
•Stairs access only to main entrance
•Noncompliant stair handrails
•No stripping on stairs
•No directional signage to the main
entrance

Passenger Loading Zone
•No curb to sidewalk access
•No stripping
•No signage

Main Entrance
•No signage (raised letters and Braille)
•Bottom 10 inches of doors are not
smooth from the push side of the door
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Main Entrance Door
Threshold
Main entrance door threshold is
greater than a beveled ½ inch in height

Magnet School Office
•Magnet school office entrance door
has round noncompliant hardware
•Bottom 10 inches of push side of the
door is not smooth
•No permanent room identification
signage

Magnet School Entrance
Magnet school office entrance door
does not provide 12 inches of latch
side clearance from the push side of
the door
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Office Counter
Magnet school office counter is greater
than 34 inches in height

Drinking Fountain
There is not a high‐low drinking
fountain outside of the magnet school
office

Administration Exterior
Door to Campus
•Nonaccessible door hardware
•No signage
•Bottom 10 inchyes of door are not
smooth
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Directional Signage
No directional signage to direct
students/staff/visitors to the accessible
route throughout the school

Ramp Between Science
Building and Admin
The ramp between the science building
and auditorium that leads to the upper
campus – Ramp has noncompliant
slopes greater than 8.33% and
noncompliant handrails

Parking Behind Auditorium
•The accessible parking left space is not
outlined on the left.
•The space is not vanaccessible

5

Accessible Parking
The accessible parking spaces are not
on an accessible route and users must
travel behind cars other than their own

Accessible Parking
•The parking spaces do not have the
required $250 fine sign
•The access aisles do not have the
words “no parking” in 12 inch high
white letters

Access Aisle
The access aisles slope greater than 2%

6

Accessible Parking
•Accessible parking space by Room 501
has signage that uses the word
“handicapped”.
•Does not have the required $250
minimum fine sign
•The space and access aisles slopes
greater than 2%

Picnic Table
The picnic table by Room 501 is
nonaccessible for persons with
disabilities by design

Accessible Parking
•The two nonaccessible parking spaces
by the art building have surface slopes
greeater than 2%
•There is no strip of detectable warning
truncated domes between the
sidewalk and access aisle

7

Drinking Fountain
The drinking fountain by the restrooms
next to Room 615 is a protruding
object

Women’s Restroom
The women’s restroom next to Room
615 does not provide a minimum path
of travel to the accessible restroom
compartment that is at least 44 inches
wide (same for men’s restroom)

Grab Bars
The grab bars are mounted greater
than 33 inches above the floor
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Products Disposal
The women’s feminine products
disposal is not mounted within 12
inches of the front of the water closet

Women’s Compartment
The women’s accessible compartment
door does not provide 60 inches of
clear floor space in the direction of the
door swing (same for men’s)

Bleachers
•The bleachers have no accessible
route to the field
•The stairs do not have compliant
handrails or stair stripping
•There is not wheelchair or compliant
seating at the football field bleachers
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Auditorium Entrance
The ramp at the entrance to the
auditorium is less than 48 inches wide

Auditorium Door
The auditorium door is less than 32
inches wide

Auditorium Door
The bottom 10 inches of the
auditorium door is not smooth
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Auditorium Door
The auditorium door does not provide
80 inches of clear floor space height
due to the door closer

Auditorium Stage
There is no vertical access to the
auditorium stage

Auditorium Seating
There is no accessible seating in the
theater
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Restrooms Main Hall
The faculty men’s and women’s main
hall restrooms do not have latch side
wall signage

Men’s Restroom
The door of the men’s restroom swings
into the required clear floor space
(same for women’s)

Grab Bar
The men’s side grab bar does not
extend a minimum of 54 inches from
the back wall
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Paper Towel Dispenser
The men’s paper towel dispenser is
mounted greater than 40 inches above
the floor (same for women’s)

Light Switch
The men’s restroom light switch is
mounted greater than 48 inches above
the floor

Faculty Restroom
The women’s faculty restroom does
not provide 18 inches of latch side
clearance from the pull side of the door
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Women’s Restroom
•The women’s faculty restroom does
not have clear floor space of at least 27
inches under the lavatory
•The supply line is not wrapped to
prevent contact
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